ZONE LIGHTING CONTROLLER (ZLC) REAR

Mount in Standard 3 Gang Box

Class 2 Contact Closure Inputs

Common Input 4
Common Input 3
Common Input 2
Common Input 1

Line
Neutral

Ground

Note: All common are connected together internally. Only one common is required.

Momentary switches.

TOLERANCES UNLESS NOTED
XX ±0.06
XXX ±0.03
XXXX ±0.010

CHECK MLESTER PART ND
VER 1.0 300-202-005
REV F DRAWING 1 OF 1

POWERLINE CONTROL SYS
19201 PARTHENIA STE J
NORTHRIDGE,CA 91324